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	Department: Technical Theatre
	
	

	Division: Guildhall School of Music & Drama
	
	

	Location: Milton Court Theatre
	
	



	Risk Assessor:
	
	Signature:
	 Nick Peel
	Date:
	April 2017
	
	
	

	Business Manager:
	
	Signature:
	 Ben Sumner
	Date:
	March 2016
	
	
	


	Description of Task:
	Associated Documents

	Rigging and De-rigging  Circle front bars Milton Court Theatre 
Involves reaching over the circle fronts
	Circle front bars Milton Court Theatre Method Statement


	Risk Assessor
	Reason for review
	Date
	Version

	Steve Huttly
	
	Mar 2016
	1

	Nick Peel
	Review and update
	April 2017
	2

	Ben Collins
	Review and update (outstanding updates from last review)
	06/02/19
	2

	Ben Collins
	Review and update (outstanding updates from last review)
	11/02/20
	2



	Ben Collins
	Review and update (outstanding updates from last review)
	30/03/21
	2

	
	
	
	

	
	
	
	


	Consequence
	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	Manual handling
Potential for back and muscle strains
 This includes lifting lanterns onto lighting bars 

	2
	Staff have MH training

Lanterns over 15.5 kg are tagged.
The weight of the lantern being rigged must be taken on a line by a second person.
	2
	4

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	 
	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date

	
	
	

	Consequence
	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	Electric Shock
	3
	There is not likely to be contact with live parts Equipment is regularly serviced and PAT tested.

The rigging positions are earth bonded. There is RCD shock protection throughout the installation.
	1
	3

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	 
	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date

	
	
	


	Consequence
	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	Electrical overheating through overloading
	3
	 Good practice is followed plus training and close supervision.  Both shock and overload protection are present. The installation is tested regularly as is the portable equipment.
	1
	3

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	 
	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date

	
	
	

	
	
	


	Consequence

	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	Falling Objects potential for impact injuries.
Falling objects could include tools, small clamps and fixings and lantern accessories.  
	3
	There is an exclusion zone enforced below.
	1
	3

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	
	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date

	
	
	


	Consequence
	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	Trailing cables slip and trip
	2
	Cables are to be routed along the bars and taped as necessary. Cable is contained within circle front structure using removable facias 
	1
	2

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	
	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date

	
	
	

	
	
	


	
	Likelihood
	Risk

	Describe the Hazard and how it might cause harm
	Rating
L1,M2,H3
	Existing Control Measures and Justification
	Rating
L1,M2,H3
	Consequence X Likelihood
L1,L2,M3,M4,H6,H9

	People falling from height losing balance and falling into the seating
	3
	Staff only activity. Staff to exercise due care. Weight of the lanterns to be taken on a line by a second person who could be a student
	2
	6

	Additional Control Measures - Suggestions to be written in the box below and submitted for review
	Revised risk rating (residual risk)

	A restraint harness and anchor points are the designed safe method for rigging these positions but the harness and the plug to go into the anchor points have not been supplied and are on a snagging list

	Consequence
	Likelihood
	Risk

	
	
	
	

	
	Action by
	Date
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